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APPENDIX F-1

ELECTRICAL SYMBO

FILE
NAME SYMBOL DESCRIPTION NAME SYMBOL DESCRIPTION
A
EDCBA E038 IEI 2’X2" FLUQRESCENT LIGHT FIXTURE
<= | HOMERUN conDuIT
— GROUND A
L PHASE 2'x2' FLUORESCENT UGHT FIXTURE
| cwirenen E039 IEI A=FIXTURE TYPE
1=CIRCUIT NUMBER
—“‘ESUTLT’;ENT GROUND 1 a=SWITCH CONTROLLING FIXTURE
ED40 CZA CEILUNG MOUNTED LIGHT FIXTURE
WALL MOUNTED INCANDESGENT
E001 [’ ED41 0% FIXTURE
E002 |ne
ED4Z2 | —— EMERGENCY LIGHT FIXTURE
E003 e
"" ED43 Ot LGHT POLE WITH FIXTURE
E0Q4 Ic
En44 %P EMERGENCY LIGHT FIXTURE
RECHARGEABLE TYFE
EQO8 —_— FLEXIBLE CONDUIT A
EDC7 C CONDUIT DOWN ED45 FG_ DLIGHT
CELING MQUNTED EXIT SIGN -
EDOS o CONDUT UR EC4B &l ARROW AS INDICATED
Eﬂ}? 3 %ﬂgﬂg iiﬁ." E047 s 4] TWQ FACED EXIT SIGN
E013 480V BUSWAY WITH DESCRIPTION E048 B WALL MOLINTED EXIT SIGN
eoon E049 NN CLEARANCE IN FRONT OF PANEL HOARD
EO13 G GROUNDING GONDUGTOR AN
ex24 LP— 2 — INDICATES NEMA STARTER SIZE
ED14 TITTTTT | CABLE TRAY WITH DESCRIPTION Eose | _ 1 LGHTING PANEL — 250 VOLTS
E015 Q CEILNG JUNCTION BOX P OR LESS
ED16 HD WALL JUNCTION BOX Eost | [ 1 | LGHTING PANEL - OVER 250 VOLTS
017 /A 4BOV OUTLET E052 TRANSFORMER
E18 B 208V QUILET EO59A FUSIBLE DISCONNECT
EO13 @ DUPLEX RECEPTACLE OUTLET £053 & NON—FUSIBLE DISCONNECT SWITCH
E020 92 SINGLE RECEPTACLE OUTLET 20 (NUMEER INDICATES SWITCH EIZE]
COMBINATION MAGNETK STARTER
ED21 :@: DOUBLE DUPLEX RECEPTACLE QUTLET | gy IZIJ AND CIRGUIT BREAKER
20A
E022 GFel GROUND FAULT CIRCUIT INTERUPTER 20 — INDKATES CIRCUIT BREAKER
WP DUPLEX OUTLET WITH WEATHERPROOF TRIP
COVER
INDICATES FUSE SIZE
E023 ¢ SPUT WIRED DUPLEX RECEPTACLE FoS5 IZI MAGNETIC STARTER  \NDIGATES SWITCH SIZE
IG
EC24 DUPLEX ISOLATED GROUND
CH} VARIABLE SPEED STARTER
. SPECIAL PURPQSE OQUTLET - EOS6 3 — INDIGATES NEMA STARTER SIZE
E025 @ USE SUBSCRIPT TO IDENTIFY
TF{EER'NREEEEFCTSAGLE oUTLET E057 | [0 | AUTOMATIC TRANGFER SWITCH
%
ED26 USE SUBSCRIPT TO IDENTIFY
© TYPE IN SPECS EOSH @ MOTOR (NUMBER INDIGATES HP)
E027 MW W1| REQEPTACLE RACEWAY
SINGLE POLE SWITGH — 058 ﬁ BELL
EQZ8 $* USE SUBSCRIFT TQ DESIGNATE
. CONTROL QF PARTICULAR QUTLETS EOBO K HORN *H" OR SIREN "S”
EO29 I #=2 DOUBLE POLE SWITCH
- +=3 THREE-WAY SWITCH EOD61 ﬁ BUZZER
EC3D i *=4 FDUR—WAY SWITCH
ED31 g *~WP WEATHERPRQOF SWITCH EOB2Z [=] PUSHBUTTON
:;MEK;$$“AE SWITCH E083 MANUAL PULL STATION
E032 HABIO | NUMBER INDIGATES WATTAGE EUB4 KV FIRE ALARM HORN {V=VISUAL SIGNAL)
E033 B PHOTOCELL E0B5 <p> PHOTOELECTRIC SMOKE DETECTOR
Eo34 6 REMOTE CONTROL SWITCH EOBB @ IONIZATION SMOKE DETECTOR
30 8 PAOLE, 30 AMPS
A EOB7 <'|> THERMAL DETECTOR
2'X4' FLUDRESCENT LIGHT FIXTURE DUCT SMOKE DETECTOR
EQ3S O A=FIXTURE TYPE EN68 ®=D (PHOTOELECTRIC)
: 1=CIRCUIT NUMBER
9 a=SWITCH CONTROLLING FIXTURE EOBS .UH MAGNETKC DOOR HOLDER
A 1 »
1'X4* FLUORESCENT STRIF FIXTURE
EC36 |7—i| A=FIXTURE TYPE EO70 Ps PRESSURE SWITCH
. 1=CIRCUIT NUMBER
G=SWITCH CONTRALLING FIXTURE E071 Fsl FLOW SWITCH
A 1°X4' WALL MOUNTED FLUORESCENT E072 [s] VALVE SURERVISORY SWITCH
E037 QO 1 FIXTURE E073 EOLD END OF LINE DEVIE
EQ74 FACP FIRE ALARM CONTROL PANEL
EQ75 —F FIRE ALARM RACEWAY
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